
EPA ID#: 2064 System Name: Fordham Colony 
 

Date Of This Report:  December 04, 2014 

 
 
Sampler-    Mr Dave Glanzer  Work Phone- 
Title-    Water Manager 
Address-   533 Fordham Drive 
  Carpenter SD  57322 
 
Location-    City: Carpenter County:  Clark 
Service Area-   Homeowners Association 
PWS Owner Type-   Private Ownership 
Water Supply Type-  Groundwater Supply 
 
Population Served- 101 Service Connections-  21 
 
Sources for Fordham Colony 
 

Source Name 
Year 
Built 

Depth 
(feet) 

Diameter 
(inches) Availability Type Vulnerability Treatment 

01 #1W 1969 900 4 Emergency Groundwater Non-Vulnerable No Treatment 
02 #2M 1975 900 5 Emergency Groundwater Non-Vulnerable No Treatment 
03 #3E 1988 900 5 Emergency Groundwater Non-Vulnerable No Treatment 
10 NEW SOUTH WELL 2007 900 5 Permanent Groundwater Non-Vulnerable Treatment At Plant 
12 TREAT SITE-NEW 

SOUTH WELL 
   Permanent Treatment Plant Non-Vulnerable Filtration -   RO 

         
 
 



EPA ID#: 2064 System Name: Fordham Colony 
 

Date Of This Report:  December 04, 2014 

 
 
Common Ion Data 
(All chemical data are reported in milligrams per liter (mg/l) except pH and Langlier Index) 
 
Please refer to Private Well Data for more information about these test results. 
 
 

Source Type Date TDS 
Conduct 

ance pH 
Alk-
M 

Alk-
P Na K Ca Mg Fe Mn Cl SO4 HCO3 CO3 

Hard
ness 

Lang
lier NO3 F 

01 Raw 04/24/95 2308 3630 8.47 421 0 863 4.8 5.4 2.5 0.18 0.05 239.4 1033 477 0 24 +0.07 0.1 5.48 
03 Raw 01/09/91 2432 3630 8.33 401 0 855 4.6 5.5 2.7 0.19 0.01 249.0 1024 489 0 24 -0.23 0.1 5.32 
04 Raw 04/07/98 2425 3680 8.46 409 4 812 5.5 5.2 2.4 0.25 0.03 241.0 1051 489 5 23 +0.02 0.1 5.90 
01 Raw 06/20/01 2466 3690 8.42 415 11 822 6.7 5.2 2.3 0.02 0.02 242.0 1060 479 13 22 -0.01 0.1 5.31 
01 Raw 06/17/04 2430 3480 8.48 397 0 873 4.8 4.4 2.2 0.19 0.02 240.0 1100 484 0 20 -0.04 0.1 5.22 
02 Raw 06/20/07 2450 3560 8.45 413 7 861 6.6 5.5 2.3 0.15 0.02 252.0 1140 487 8 23 +0.04 0.1 5.43 
12 Raw 05/27/10 2461 3620 8.40 404 0 837 4.2 5.9 3.0 0.04 0.02 266.0 1110 493 0 27 +0.01 0.2 5.43 

Averages      2425  3613  8.43   409     3   846   5.3   5.3   2.5  0.15  0.02 247.1  1074   485     4    23    0.1  5.44 
                      

 

Source Type Date TDS 
Conduct 

ance pH 
Alk-
M 

Alk-
P Na K Ca Mg Fe Mn Cl SO4 HCO3 CO3 

Hard
ness 

Lang
lier NO3 F 

12 Treated 06/18/13 40 64 8.89 20 7 15 0.2 0.3 0.4 0.03 0.03 4.0 10 7 8 2 -1.71 0.2 0.08 
                      

 


