EPA ID#: 0393 System Name: Town of Fairview

Sampler- Mr Steve Dobbe Work Phone-(605)987-2982
Title- Water Superintendent
Address- PO Box 92
Fairview SD 57027-0092
Location- City: Fairview County: Lincoln
Service Area-  Municipality
PWS Owner Type- Local Government

Water Supply Type- Groundwater Supply

Population Served- 60 Service Connections- 35

Sources for Fairview

Y ear Depth Diameter
Source Name Built (feet) (inches) Availability Type Vulner ability Treatment
02 TREAT SITE FOR #2 Permanent Treatment Plant Non-Vulnerable Disinfection - Hypochlorites
04 #2 1981 256 10 Permanent Groundwater Non-Vulnerable Treatment At Plant

Date Of This Report: December 21, 2011



EPA ID#: 0393 System Name: Town of Fairview

Common lon Data
(All chemical data arereported in milligrams per liter (mg/l) except pH and Langlier Index)

Conduct Alk-  Alk- Hard Lang
Source Type Date TDS ance pH M P Na K Ca Mg Fe WMn Cl S04 HCO4 CO3 ness lier NO3 F
01 Raw  10/01/91 812 1195 7.56 285 0 157 201 725 315 070 010 219 316 348 0 311 -002 02 113
02 Raw  05/23/90 823 1091 7.53 277 0 147 200 690 255 037 002 192 295 338 0 277 -0.03 01 109
Averages 818 1143 7.55 281 0 152 201 708 285 054 006 206 306 343 0 294 02 111
Conduct Alk-  Alk- Hard Lang
Source Type Date TDS ance pH M P Na K Ca Mg Fe WMn C S04 HCO4 CO3 ness lier NO3 F
02 Treated  03/25/96 779 1166 7.57 286 0 154 200 689 289 044 002 170 336 349 0 291  +0.38 01 115
02 Treated  08/26/98 826 1220 757 298 0 159 206 650 275 046 002 160 332 364 0 275  +0.25 01 119
04 Treated  05/08/02 815 1260 7.65 303 0 159 213 692 288 044 002 150 342 370 0 291  +0.36 01 119
01 Treated  03/15/11 805 1240 7.82 293 0 150 182 656 294 024 004 170 338 357 0 285  +0.50 02 119
Averages 806 1222 7.65 295 0O 155 200 672 287 040 003 163 337 360 0 286 01 118
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