
EPA ID#: 2065 System Name: Hillcrest Colony 
 

Date Of This Report:  July 25, 2014 

 
 
Sampler-    Mr Mike Waldner  Work Phone-(605)532-5709 
Title-    Business Manager 
Address-   1004 Hillcrest Drive 
  Garden City SD  57236 
 
Location-    City: Garden City County:  Clark 
Service Area-   Homeowners Association 
PWS Owner Type-   Private Ownership 
Water Supply Type-  Groundwater Supply 
 
Population Served-  90 Service Connections-   9 
 
Sources for Hillcrest Colony 
 

Source Name 
Year 
Built 

Depth 
(feet) 

Diameter 
(inches) Availability Type Vulnerability Treatment 

01 OLD #1 1978 150 6  Groundwater Non-Vulnerable No Treatment 
02 OLD #2 1978 150 6  Groundwater Non-Vulnerable No Treatment 
03 TREAT SITE-NEW #1    Permanent Treatment Plant Non-Vulnerable Filtration -   RO 
05 NEW #2 1999 400 5 Emergency Groundwater Non-Vulnerable No Treatment 
06 NEW #1 1992 150 6 Permanent Groundwater Non-Vulnerable Treatment At Plant 
         

 
 



EPA ID#: 2065 System Name: Hillcrest Colony 
 

Date Of This Report:  July 25, 2014 

 
 
Common Ion Data 
(All chemical data are reported in milligrams per liter (mg/l) except pH and Langlier Index) 
 
Please refer to Private Well Data for more information about these test results. 
 
 

Source Type Date TDS 
Conduct 

ance pH 
Alk-
M 

Alk-
P Na K Ca Mg Fe Mn Cl SO4 HCO3 CO3 

Hard
ness 

Lang
lier NO3 F 

01 Raw 02/17/93 1295 1680 7.86 259 0 132 9.1 215.0 51.3 0.52 1.68 12.7 735 316 0 0 +0.70 0.3 0.38 
03 Raw 02/22/95 1221 1650 7.38 264 0 128 10.4 201.4 49.8 0.34 1.76 25.0 713 322 0 708 +0.44 0.1 0.35 
03 Raw 04/29/98 1362 1770 7.20 263 0 129 10.8 203.0 55.6 0.30 1.74 14.0 727 321 0 736 +0.25 0.2 0.37 
03 Raw 03/07/01 1358 1770 7.33 257 0 136 10.4 200.0 50.5 0.06 1.83 11.0 728 314 0 707 +0.36 0.1 0.39 
03 Raw 02/17/04 2027 2700 7.60 272 0 378 11.2 135.0 77.2 1.09 1.02 74.0 1130 332 0 655 +0.43 0.1 0.24 
03 Raw 05/27/10 1366 1740 7.69 270 0 138 8.8 218.0 60.3 0.17 1.70 10.0 762 270 0 792 +0.78 0.2 0.36 

Averages      1438  1885  7.51   264     0   174  10.1 195.4  57.5  0.41  1.62  24.5   799   313     0   600    0.2  0.35 
                      

 

Source Type Date TDS 
Conduct 

ance pH 
Alk-
M 

Alk-
P Na K Ca Mg Fe Mn Cl SO4 HCO3 CO3 

Hard
ness 

Lang
lier NO3 F 

03 Treated 06/18/13 549 843 7.79 87 0 106 2.9 37.8 21.6 0.28 0.10 21.0 295 106 0 183 -0.26 0.2 0.06 
                      

 


